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In this paper a new computer code, Mpower, recently developed between Universidad Politécnica de Valencia and 
Modine Manufacturing Company is presented. Mpower is based on a long experience on the detailed modeling of 
refrigeration components and is fully targeted to assist the design of components and systems, especially envisaged 
from the beginning of its development as a design tool for industrial use. The main feature of the program is the 
accurate evaluation of the refrigeration unit performance but also featuring a quite accurate definition of modeling of 
every single component, especially the heat exchangers. In that way, any modification in one or several components 
can always be assessed from the perspective of the global performance of the unit.  
The paper describes the main characteristic of the global model and of the submodels of the main components 
considered in Mpower, as well as of the concerned numerical strategies, showing the capabilities of the code to 
assist the design of refrigeration equipment.  
The model takes into account all the components of the system: compressor, HEs, piping and accessories. The 
available HEs are of Round Tube Plate Fin (RPTF) and PF2 microchannel types that are calculated using a detailed 
modeling dividing them in small control volumes.  
The heat transfer coefficients for the refrigerant side are calculated using the correlations selected by the authors 
after a state of the art revision. The selection was made based on the most cited and validated correlations that cover 
the operating conditions and geometries most commonly used in refrigeration and A/C equipment. The air side 
correlations used in Mpower come from measurements made in Modine’s test rigs using its geometries.  
A validation study of Mpower against experimental data from Modine’s labs is presented. The results show good 
agreement with experiments with maximum deviations around 5%.  
Finally, an optimization study of a real unit is presented showing the comparison in terms of efficiency, cost and size 




MPOWER is a software package recently developed by Modine Manufacturing Company and Universidad 
Politécnica de Valencia for the analysis and optimization of refrigeration equipment based on the vapor compression 
principle. MPOWER is based on a long experience on the detailed modeling of refrigeration components and is fully 
targeted to assist the design of components and systems, especially envisaged from the beginning of its development 
as a design tool for industrial use. The main feature of the program is the accurate evaluation of the refrigeration unit 
performance including a quite accurate modeling of every single component at the same time. In that way, any 
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modification in one or several components can be always assessed from the perspective of the global performance of 
the unit. 
The aim of the software is to combine a high accuracy with a low CPU time in order to be a feasible tool to support 
the design of refrigeration equipment. 
The main features of MPOWER are: 
♦ Calculation of the Working cycle. The software allows for the evaluation of the working cycle for the 
prescribed components: evaporator, condenser, piping and compressor, at the given temperature and flow rate, 
or alternatively at specified inlet and outlet temperatures, of the heat source and sink (secondary fluids). The 
heat exchangers can be of type constant evap/cond temperature, Overall Heat Transfer Coefficient, Round Tube 
Plate Fin HE (RTPF) and Microchannel heat exchangers. 
♦ A data bank of usually employed compressors, and heat exchangers can be defined and stored in such a way 
that the analysis and optimization just requires the variation of the considered design parameter, becoming a 
very comfortable tool for equipment selection and optimization. Built in libraries allow for an adequate local 
evaluation of the heat transfer coefficients and friction factors in the heat exchangers and piping. 
Enhancement/suppression factors allow for an easy adjustment to experimental results. 
♦ Parametric studies with single or combined input variables can be easily performed. The user interface has been 






The global model of the system is divided in submodels: compressor, heat exchangers, expansion valve, accessories, 
and piping. A basic description of each submodel is given below. 
Calculation of the refrigerant thermodynamic and transport properties is performed by REFPROP subroutines from 
NIST (Mclinden et al, 2002). The corresponding properties are then conveniently stored in a data file. The required 
properties are then calculated by interpolation from the data file. Additionally, built-in tables allow the calculation of 
the properties of any usual secondary fluid, i.e. water, air and common brines. 
Each submodel involves a series of non-linear equations and in the case of the heat exchangers, maybe also the 
solution of a system of ODEs, which is discretized with a finite volume technique. The global set of equations forms 
a complex system of non-linear equations AEs or DAEs which is solved through a Newton-like solver. 
The independent variables chosen for the global set of equations are pressure and enthalpy in each inlet and outlet 
point. This choice assures a smooth variation of the variables, not given by other choices like temperature or quality. 
The main characteristics of the employed models are described in the following sections. Then, these models are 
coupled to form a global model of the heat pump, which takes into account the matching problem of the global set of 
equations with special care. 
 
2.1 Compressor 
For the compressor, three equations are required to characterize its behavior: one for the mass flow rate, one for the 
power input and one for the outlet enthalpy. 
The mass flow rate can be calculated as: 
 
vsi Vm ηρ && =                  (1) 
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The empirical parameters involved in those equations: volumetric efficiency, compressor efficiency, and heat losses 
to the environment can be easily input. MPOWER accepts 4 different ways to define them: constant values, a 
polynomial or data table as a function of the pressure ratio, default functions depending on compressor type (built in 
correlations for compressors of different types have been introduced in the program), the coefficients of the 
corresponding ARI polynomials. All this information can be conveniently stored in a data bank in such a way that 
the user is able to reuse the supplied information again or modifying it. 
 
2.2 Heat Exchangers 
HEs can be considered in MPOWER at two basic different levels of detail depending on the required accuracy on 
the HE results. The simplest way is to fix a constant evaporation/condensation temperature; the second way is to 
treat them as a HE with total area and known Overall Heat Transfer Coefficient (OHTC). Then, the program uses an 
ε-NTU characterization to model the heat exchanger. These simple models allows closure of the refrigeration cycle 
while taking into account the major affect of the HE on the operating cycle without the need of a more detailed 
definition. The OHTC can be prescribed either as a constant or as a function of the heat flux or the secondary fluid 
mass flow rate. This strategy is employed whenever one whishes to include the HE in the estimation of the 
performance of the refrigeration unit, but the main interest of the optimization study is placed on another 
component.  When the interest of the study is placed on the optimization of the heat exchanger or a very accurate 
estimation of the unit performance is required, a detailed definition and accurate modeling of the HE must be used. 
MPOWER includes RPTF and Microchannel Heat Exchanger models based on the discretization of the HE in cells 
along the refrigerant and secondary fluid paths, assuming one-dimensional flow. The models are able to take into 
account both heat transfer and pressure drop, with local evaluation of the heat transfer coefficient and friction factor 
using built in correlations and known fluid properties. The models are able to take into consideration most of the 
geometrical and operation parameters of current evaporators and condensers. 
The HE detailed models included in MPOWER have been developed to be able to be applied to any kind of HE and 
flow arrangement. However due to space limitations, the Round Tube Plate Fin HE will be considered to illustrate 
the basis and capabilities of the model, especially for the calculation of the dehumidification process taking place at 
the air side of the tube and fin evaporators. A HE is basically formed by two fluids that exchange heat throughout a 
series of wall pieces, formed in this case by a combination of tube and fins. 
Refrigerant side 
In the case of an evaporator or a condenser, a 2-phase flow with phase change occurs. A steady 2-phase flow 
following in an annular pattern is considered to occur inside the tubes. Therefore, the separated fluid model can be 
considered as adequate, for which the governing equations are:  
 
                                                                                                                                               (4) constant== uG ρ
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The continuity equation states the conservation of the mass flow rate and the mass velocity all along a refrigerant 
circuit. Its value is known from the inlet conditions, so that G can be considered as a known constant in the analysis. 
The most employed correlations for heat transfer coefficients and friction factor for annular flow in pipes have been 
studied by the authors in (Corberan et al, 1998). In MPOWER, for the case of two-phase flow inside the tubes of a 
coil, the VDI correlation (VDI 1993) is used for evaporation, while the Shah correlation (Shah 1979) is used for 
condensation. For the friction factor coefficient, the Friedel correlation is employed, for both condensation and 
evaporation. 
Air side 
For the air, the governing equations are those stated for the mass, energy and momentum conservation. In the case of 
the differential surface shown in figure 1, the following approximated equations are stated. See (Threlkeld 1970):  
 
watfaa idWmdQdim ,⋅⋅−=− &&                 (7) 
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where is,wat is the enthalpy of the saturated air at the water surface temperature. 
The approach followed to treat the dehumidification process is the one proposed by Threlkeld.  
Figure 1 shows an air cell in the more general case in which dehumidification of humid air takes place when the 
humid air is in contact with a cold surface. A water film is formed over the surface. There is a limit boundary layer 
of air next to the water surface. The hypothesis that the air in contact with the water film is saturated at the 






















Figure 1 Cooling and dehumidification of humid air around a tube 
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where kw is the water thermal conductivity and yw is the thickness the water film.  
The value for hC comes from semi-empirical correlations. Correlations used for both sensible and humid heat 
transfer coefficients are proprietary from Modine’s lab. 
2.3 Expansion Device 
The expansion device considered at the moment in Mpower is a thermostatic expansion valve, so it involves two 
governing equations.  The first governing equation is the assumption of isoenthalpic flow through the valve, and the 
second one is the statement of the specified superheat. 
A more complex modeling of the expansion valve, taking into account the flashing process occurring through it is 
currently under development. This model would allow the consideration of short pipes and orifices, and capillary 
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2.4 Piping 
Three piping lines are considered to exist in Mpower: discharge, liquid, and suction. These lines are regarded as 
pipes with pressure drop and heat transfer. The model assumes an ε-NTU for the heat transfer calculation, with 
consideration of the corresponding insulation and surrounding air temperature. The HTC corresponding to the 
surrounding air is calculated depending on the type of assumed convection process: forced or natural.  
Pressure drop is calculated taking into account both friction and acceleration terms. Pressure losses produced by 
accessories can be specified. They are considered through the classical approach of increasing the length of the pipe. 
2.5 Global system of equations 
A balance between the above stated equations and the list of unknowns easily shows that the system of equations 
requires an additional closure equation. The refrigerant mass inventory provides this equation in general. However, 
as discussed in (Corberan and Gonzalvez 1998), the existence of a liquid receiver at the condenser outlet imposes 
saturated or slightly subcooled conditions at the outlet of the receiver, so that this new condition allows the closure 
of the system. Mass inventory then becomes an auxiliary equation, which would only be necessary for the 
calculation of the liquid level in the receiver. For systems that do not contain a liquid receiver, the statement of the 
specified subcooling at the condenser outlet would alternatively allow the closure of the system of equations. 
The governing equations of each component described above can be basically posed in the form: 
 
0),,,,( =mipipf ooii &                             (17) 
 
The input values to each sub-model are the pressure, enthalpy and mass flow rate at the inlet and the outlet. Then, 
using the thermodynamic functions, any other thermodynamic property (temperature, density, …) can be known and 
the output value of the function (17) can be calculated. Therefore, the problem is reduced to calculate the solution to 
a non-linear system of equations f(x)=0. 
The system of equations is solved using a standard solver based on the MINPACK subroutine HYBRD1, which uses 
a modification of M.J.D. Powell's hybrid algorithm. This algorithm is a variation of Newton's method, which uses a 
finite-difference approximation to the Jacobian and takes precautions to avoid large step sizes or increasing 
residuals. For further description, see (More et al 1980). 
The program continuously surveys the convergence of the method and a special strategy to find appropriate initial 
solutions and also to carefully bound variables and functions have been worked out. The result of all this has been an 
extremely robust algorithm. 
 
3. RESULTS AND DISCUSSION 
The program has been validated against experiments from the Modine test rigs for RTPF HE.  The geometries of the 














Condenser 5/16 in. 18 5 1 in. 0.625 in. 8 18 in. HIGHMIX
Evaporator 5/16 in. 18 4 1 in. 0.625 in. 12 18 in. HIGHMIX
Table 1 RPTF Condenser and evaporator geometries. 
 
The refrigerant flowing inside the tubes is R134a, the test was made with the air inlet dry bulb temperature at 26.66 
ºC for both the evaporator and condenser, and an inlet wet bulb temperature of 19.4 ºC for the evaporator and 11.6 
ºC for the condenser. The air flow rate was varied in the tests from 400 to 2000 m3/h in the evaporator and from 950 
to 4860 m3/h in the condenser. The superheat was maintained at 4.5K in the evaporator by means of a TXV and 
subcooling was maintained at 5.5 K in the condenser. The evaporation temperature was maintained at 7.5 ºC. Mass 
flow rate of the refrigerant was varied in order to maintain the subcooling condition in the condenser and the 
evaporation temperature in the evaporator. 
The calculations were made imposing the air inlet conditions and flow rate, the refrigerant mass flow rate, the inlet 
conditions of the refrigerant (inlet temperature and pressure to the TXV in the case of the evaporator and inlet 
temperature and pressure in the case of the condenser), and the subcooling in the condenser case and the superheat 
in the evaporator case. This procedure allows validating the performance of the heat exchanger in terms of the 
saturation temperature. 
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Figure 2 shows the results for the condenser, the first plot is the comparison in terms of capacity.  It is not surprising 
that the model matches exactly the experimental data, due to the procedure used for making the comparison as 
giving inputs of the refrigerant mass flow rate, inlet temperature and subcooling. Due to this methodology the 
heating capacity is almost constant with the main output that is the condensation temperature. The comparison for 
condensation temperature is shown in the second plot, and the results of the model are very close to the experimental 
data. This result supports the statement that the performance of a condenser in a whole cycle will give the right 
values for the cycle performance in terms of COP and capacity. The last point of the condensation temperature graph 
is outside the trend of the other points.  This point corresponds to a very low air velocity (1 m/s) and probably is 
outside the bounds of the correlation used. Pressure drop for the air and refrigerant side is also shown in the last 
plots; it is also shown the problem commented above with the point of low air velocity in the air pressure drop. The 
refrigerant pressure drop is underestimated at the point of high mass flow rate, and this difference can be due to the 
effect of the header and fitting. The pressure drop associated in these elements is not taken into account in the 
model. Since the inlet refrigerant velocity is very high and outside the practical working conditions of a condenser, 
this is not considered a major problem. 
 
Figure 3 shows the result of the evaporator. The first plot shows the results for the Sensible Heat Ratio, which the 
model predicts within 5% of error. The evaporation temperature, which is maintained at 7.5 K during the 
experiments, is predicted by the model with a difference of 1K. This temperature difference can be translated to a 
difference less than 4 % in the COP of a cycle. The air pressure drop is perfectly predicted by the model within 10% 
and the refrigerant pressure drop is under predicted around 10%, which can be explained by the same reasons 
exposed for the condenser. 
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Exp. Evaporation Temperature (ºC)
 
























Exp. Air Pressure Drop (Pa)
 


























Exp. Ref. Pressure Drop (kPa)
 
Figure 3 Comparison between experiments and model results for the evaporator 
4. PF2 MICROCHANNEL PERFORMANCE 
A comparison study is presented between a unit working with RTPF Heat exchangers and PF2 microchannel heat 
exchangers. The unit has a reciprocating compressor of 8.55 m3/h of swept volume, the indoor air temperature is 
26.67 ºC Dry bulb/ 19.44 wet bulb and the outdoor temperature is 35ºC. The RTPF heat exchangers described before 
are replaced by PF2 microchannel heat exchangers made of 19 mm x 1.9 mm flat microchannel tubes.  The 








tubes per pass Fin Surface fpi 
Condenser 45 457.2 mm 3 20/15/10 PF2 Louvered 22 
Evaporator 45 457.2 mm 1 45 PF2 Louvered 16 
Table 2 RPTF Condenser and evaporator geometries. 
The comparison of the unit performance working with both geometries is summarized in the following table where 
(C) stands for condenser and (E) for evaporator.  
It is shown that the unit working with the microchannel technology is able to give more COP and capacity with a 
reduced core volume (about one third less). It is also shown that the pressure drop through the heat exchangers is not 
incremented, and is lower than the RPTF results. This better performance is due to two main reasons, the 
compactness of the microchannel geometry due to its lower hydraulic diameter and the enhancement in the air heat 
transfer due to the PF2 louvered fin without penalizing the pressure drop. These results give different options to the 
designer, who can build more compact units giving the same performance as the RTPF technology or to build high 
efficiency units with the same volume as the ones made with RTPF. There are also chances to optimize the heat 
exchanger performance in terms of the air velocity.  For example the core face area can be reduced to consequently 
reduce the air velocity in order to maintain the fan power input low to give the same performance as RPTF. 
 





Ref. Press.  
Drop 
Air Surface Core 
Volume 
RTPF 4.63 kW 2.96 54.18 ºC 8.74 ºC 50.81 Pa (C) 73.23 Pa (E) 
19.39 kPa (C) 
78.74 kPa (E) 
10.19 m2(C) 
11.82 m2 (E) 
16.6 l (C) 
13.27 l (E) 
PF2 4.81 kW 3.20 51.31 ºC 8.50 ºC 42.86 Pa (C) 72.10 Pa (E) 
17.18 kPa (C) 
4.60   kPa (E) 
8.67 m2 (C) 
6.52 m2   (E) 
5.16 l (C) 
5.16 l (E) 
Table 3 Unit Performance with different HE technologies. 
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The following main conclusions can be drawn: 
♦ A model for refrigeration equipment based on the vapor compression cycle has been presented. The 
presented model is the heart of a computer code called “MPOWER”. 
♦ MPOWER has been conceived as a computer code to assist the design of refrigeration and A/C equipment. 
♦ The global model includes independent submodels for all the components of the system: compressor, HEs, 
piping and accessories. For the main components different submodels with different levels of accuracy are 
included in order to allow the user to concentrate in the optimization of the desired component. 
♦ The detailed model for HEs is based on a one-dimensional discretization of the fluid flows and the wall, 
and takes into account the local estimation of the heat transfer coefficient and friction factor all along the HE 
fluid paths. This model takes into account the main design parameters of a HE in such a way that the user is able 
to select the optimum component from the available list of components or to optimize its design of a HE to get 
for instance maximum COP of the unit. 
♦ The global system of equations is solved using a standard solver based on the MINPACK subroutine 
HYBRD1, combined with a special strategy to find appropriate initial solutions and also to carefully bound 
variables and functions. 
♦ MPOWER is able to calculate a complete refrigeration system, including the detailed modeling of the HEs, 
in less than 20s. Once minimally adjusted, typical predicted results show a difference between measured and 
predicted values lower than 5%. 
♦ A comparison between a unit working with RPTF and PF2 Microchannel has been made. The results show 
that better performance in terms of COP and capacity can be obtained with PF2 Microchannel using a third of 




A Cross section area (m2) 
Cp Specific heat (J/kg K) 
Dh Hydraulic diameter (m) 
E Power (W) 
f Friction factor 
fpi Fins per inch 
g Gravity (m/s2) 
G Mass velocity (kg/s m2) 
h Heat transfer coefficient 
(W/m2K) 
i Enthalpy (J/kg ) 
k Conductivity (W/m K) 
m Mass flow rate (kg/s) 
P Perimeter (m) 
p Pressure (Pa) 
Q Heat (W) 
RTPF Round Tube Plate Fin 
T Temperature (K) 
u Velocity (m/s) 
Vs  Swept volume flow (m3/s) 
W Absolute humidity (-) 
x quality (-) 
yw Film water thickness (m) 
z  Spatial co-ordinate (m) 
 
Greek 
α Void fraction 
ε  Efficiency 
ηc Compressor efficiency 
ηv Volumetric efficiency 
ξ Heat losses ratio 
Φf2 Two phase friction multiplier 
θ Angle with horizontal 




C Sensible heat 
D Latent heat 
f Saturated liquid 
g Saturated vapour 
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